[Nematodes in drinking water: analysis of an Italian case].
The paper describes an infestation by nematodes in a municipal drinking water plant in Eastern Italy. The procedures for detecting the public health significance of these presences and the measures for avoiding risks for population are reported. Furthermore the preliminary results of the analyses of water from a pilot plant carrying a Diatomeaceus Hearth Filtration are reported.